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Conventional electromagnetic shielded construc-
tion is relatively expensive. One possible approach to
decreasing the cost of this type of construction would
be to provide shielding through commercial construc-
tion materials and techniques with slight alterations.
A readily available material that might work for this
concept is foil-faced foam board. An experimental
room shielded with this material was subjected to
radiated electromagnetic shielding tests and Shielded
Enclosure Leak Detector System (SELDS) tests. The
results indicate that a low to medium-performance
shielded room can be obtained when this technology
is used with reasonable care.
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ELECTROMAGNETIC SHIELDING TESTS Approach

ON A ROOM SHIELDED WITH A room was constructed by gluing foil-faced foam
FOIL-FACED FOAM BOARD board to the exterior of a 2 ft by 4 ft wooden frame

that had been covered with plywood. This room was
subjected to Shielded Enclosure Leak Detector System

(SELDS) tests as well as radio frequency (RF) illumina-
INTRODUCTION tion tests that were derived from Military Standard

(MIL-STD) 285, Institute of Electrical and Electronic
Engineers (IEEE) Practice 299, and National Security

Background Agency (NSA) Specification 65-6.1
7titi t es tt nlitary applications may require

Shielding agaiint electromagnetic energy to: (1) protect Scope

rIT..lr, equpinewt from electromagnetic inter- Although other foil-coated building materials are
!c.ici-, i.'i insuc .cure operation of electronic equip- available, only the foil-faced foam-backed insulation

C lassified information, and/or (3) was tested. No tests were done to determine long-term
ltegie ot hardening against electromagnetic shielding or aging properties of the foil-faced foam

11 %,1'1 hl electionic equipment housed inside board/conductive electrical tape systems.
S, N -N, shielding supplied by a structure is

e,,I, ,.' ~TteI - eusiive. which means that equipment Mode of Technology Transfer
S. , replaced or moved within the shielded zone Information from this study will be used to recom-
,Ath little ,r no effect on the protection provided, mend revisions to Technical Manual (TM) 5-855-5,

Nuclear Electromagnetic Pulse Protection (Head-

Shielding by rooms or buildings is obtained through quarters, Department of the Army, February 1974).
signal reflection and,'or absorption. The most con-
venient way to achieve shielding is usually to construct
a continuous metal shell for the structure. Commercial
shielded construction is produced in several forms, in- THE EXPERIMENTAL STRUCTURE
cluding: (1) all-welded steel systems for high-perform-
ance requirements, (2) modular systems consisting of
metal sheets or metal-clad plywood along with sup- Materials and Construction Methods
porting hardware, and (3) metal screen rooms, with The foil-faced foam board used for the experimental
copper used most often. These strucutures are relative- room is manufactured by Celotex and is known as Tuff
ly expensive: the larger the volume to be enclosed, the R insulating sheathing. This material is an aluminum-
higher the cost. Therefore, other options for pro- coated, kraft paper-faced insulated sheathing (Figure 1).
viding structural shielding are desirable-especially The sheathing consists of a layer of 1100 series and
when the shielding requirement is less than the degree two layers of 1145 series aluminum separated by kraft
offered by conventional commercial systems. paper and bonded to 0.5-in.-thick*foam insulation.

Series 1145 aluminum is typically used as foil for
Shielded construction that uses relatively low-cost packaging and insulating and in heat exchangers.

existing materials would be an attractive solution. One Series 1100 is used in applications requiring good
". such material has become readily available: the alunii-

num foil-coated foam insulation used for sheathing in
sonic housing construction. This material has shielding

potential and might offer a lower cost alternative to 'Military Standard (MIL-STD) 285._Mhthod o..lttlnuaion
c Measvrenients for Electromnagcttc Shielding Enclosures .lor

Electronic Test Purposes (Ileadquartcrs. Dl)epartment of the
Army IHQDAI, 25 June 1956): Institute of I lectrical and

Objective lectronic Engineers (I'I I-) Practice 299. Trial Isc Rc-corm

The objective of this study was to determine the mended Practice for ,Mhasurement of Shielding lfftcriencss
of High Perjfrmance Shielding nclosircs (Il lI, 1969),

amount of electromagnetic shielding obtained fromt a National ('OMSI. I MSI C Memorandum (NACSlM) 5204.

small room specially constructed of foil-faced foam Shielded Enclosures (1). Appendi\ B. "NSA Specification 1i,r
insulation sheathing. Tile results will he provided to aid RF Shielded Inclosures f r (communica t ions I quiptne.,'"
in evaluating low-cost alternative shielding mnaterial onl NSA 65-6 (National Security Agency, 1965).

a wider scale for possible use in military construction. *Metric equivaler ts: I in. 25.4 -r11 I it = 0.3048 in.
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formability and high resistance to corrosion when ALUMINUM FOIL

high strength is not necessary. (Additional details on
the aluminum's specifications and properties are avail-
able elsewhere. 2 )

The material's printed face has a 0.4-mil-thick sur-
face layer of 1145 series aluminum. This layer is
separated from a 0.3-mil layer of the same aluminum
(series 1145) by a layer of kraft paper. The other
side of the foam insulation is faced by 0.9 mils of 1100 TAPE

series aluminum. The foam material is somewhat
brittle, so that the sheets must be handled with care to
prevent breaking or otherwise damaging the aluminum
surfaces. This material is readily available in the United
States from construction supply outlets in 4 ft by 8 ft
sheets of various thicknesses.

The room was a 2 ft by 4 ft wooden frame structure
with the studs 16 in. on centers. The framework was
covered with a 0.25-in. plywood underlay. The insula-
tion was glued-printed side out-to the outer surface
of the plywood. Shielding for the test structure was
thus on the outside of the room with the framework \ -INSULATION

inside.
Figure 2. Seam-joining concept.

Electrical continuity between the insulation panels
is required to enable the structure to perform as an wide, nominally 4.5 mils thick). The tape is an em-
electromagnetic shield. To make the necessary seams, bossed aluminum foil with acrylic pressure-sensitive,
the aluminum foil from one face was peeled back and conductive adhesive and is designed for electromag-
0.5 in. of the foam insulation material and the opposite netic shielding applications. Comer seams were con-
foil face was carefully removed from the edge of the structed in the same way, except that the joint was at
panel. The mating sheet was prepared similarly, except 90 degrees.
that the foil was cut back from the opposite panel
face. The pieces were then joined, resulting in a 0.5-in. The floor was constructed of 0.75-in. plywood
foil overlap on each side of the joint as Figure 2 shows, placed on 4 in. by 4 in. timbers so the completed
The foil faces were not specially cleaned or otherwise structure could be moved by forklift. The foil-faced
prepared; no effort was made to clean off surface oxide insulation was glued to the top of this layer of ply-

4 or any other coating that might be present. The foil wood. An additional layer of plywood was placed over
was secured with Scotch® 3M tape, Type 1267 (2 in. the insulation material for the floor surface and the

internal framework was installed over this layer. Fig-
ure 3 shows the floor structure. The framework was

S, 2Metals Handbook. 9th ed., Vol 2, "'Properties and Selec- attached to the bottom part of the structure with
tion: Nonferrous Alloys and Pure Metals" (American Metals nails driven through the floor layer of foil-faced foam
Society. 1979), pp 65-67. board. The floor foil extended beyond the framing so

that the side walls could make electrical contact with
09 mils 1100 Series Al the floor shielding.

112FamIns o Tie door was an experimental design built for an
earlier study at the U.S. Army Construction Engi-

4S Ar F neering Research Laboratory (USA-CERL). 3  TheO3mils 1145 Series Al Printed Face

Kraft 0 4 mils 1145 Series
Paper

'B. L. Cain, 1-MI/RFI ;ask'ting Jor Tactical Shielded
Figure I. Foil-faced foam board composition cross Shelter Door Seam Application, AI'WAL-TR-83-4127 (U.S.

, section. Air Force. March 1984).
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Figure 3. Floor construction details.

shielding concept included a spiral wound spring metal Battery-powered receivers and lights were used
gasket that mated with a knife edge (Figure 4). The inside the room during the shielding test. Thus, it was
door was built as a test sample to fit into a "window" not necessary to install electrical power lines or filters
of a USA-CERL high-performance shielded room. The on the structure.
door itself was configured as a hatch with a 14 in. by
26 in. opening. In the closed position, it was held in Theoretical Shielding From
place from the inside by four spring-loaded clamps. Foil-Faced Foam Board
The door frame's external dimensions were 4 ft by 2 ft Material thickness dimensions for the foil and foam
6 in. This frame was mounted to the wooden frame- board as shown in Figure 1 were used as input for a
work by hanger bolts that passed through the foil-faced computer program to determine the theoretical cou-
foam board. Edges of the door frame were then taped pling between two antennas with an infinite flat plate
to the exterior layer of foil with the special 3M tape. of the material between the antennas. The computer
The door and door frame were both constructed of program is based on previous work at USA-CERL. 4

0.125-in.-thick brass. Tie conductivity value used for aluminum was 3.82
X I0" mho/m: the relative dielectric constant was 1

A prefabricated 12 in. by 12 in. honeycomb air and the antenna spacing was 12 in.
vent was installed near a lower corner of the room.
The hole for the vent was cut after the walls had
been installed, and the vent was mounted to the
outer 'oil layer with wood screws that passed R. Gilbert, R. Mittra, and R. Mc(ormack, "Coupling

tr e la n aBetween T%4o Arbitrarily Oriented Dipoles Through Multi-
through :'e insulation material into thle wooden layered Shields," .Vational Svinposium on lhectromagnctic

framing. The unit was then taped to the structure's Compatibility. SYmposium Rct ord. IIIF Publication
exterior with the special 3M tape. 84C112034-4 (1984).
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.o 0 Table I

o -Theoretical Shielding Effectiveness of an Infinite Flat
aPlate of Foil-Faced Foam Board

FRAME0
0 0 Antenna Shielding Effectiveness

0 4-6" Type Frequency (dB)

SPIRA EDGE - Loop 10 kHz 26

O 100kHz

onlmo " 1 1 MHz 97

Da;% 0 - 10 MHz 137
__ o o 0_ _ Dipole 100MHz 197

2 1 GHz 296

10GHz 500+

Figure 4. Door details.

Table I lists the results of the computer calcula- 0 Q-vertical corner seam
tions. These numbers indicate that significant shielding
is possible using this material. It should be noted, how- 0 P -corner and horizontal seam
ever, that a structure's shielding performance is general-

ly determined by factors other than the shielding of 0 T bottom corner (three-way corner).
the base material alone-including the effectiveness of
seams, doors, and signal and power entry. Magnetic Field Measurements

The magnetic field measurements were made
at 10 kHz, 100 kltz, 1 MHz, and 10 MHz using 12-in.-

SHIELDING TESTS diameter loop antennas. The transmitting antenna was
an electrostatically shielded switchable multiturn loop
built at USA-CERL (the antenna has no matching

The completed structure was subjected to radiated circuitry). The receiving antenna was an Empire LP-
continuous wave (CW) illumination using procedures 105 loop.

based on MIL-STD 285, NSA Specification 65-6, and
IEEE Practice 299. Shielding was assessed based on A reference reading was obtained by placing the

low-frequency magnetic field tests (loop antennas) antennas 24 in. (plus the wall thickness) apart at a

at 10 kHz. 100 kHz, 1 MHz, and 10 MHz; measure- location away from the shielded structure with no
ments at 100 Mllz and I GHz using dipole antennas' material between the antennas. The antennas were
and microwave tests at 2.4 and 10 GHz using micro- arranged such that planes of the loops were parallel
wave horns. In each case, the signal was radiated out- (coaxial orientation). A CW signal at the frequency

side to the room and measured inside. Table 2 lists of interest was radiated and the signal level indicated
equipment used for this study. on the receiver (in decibels) was recorded as the ref-

erence reading. An additional reading was taken while
Nine test points were chosen as representative of no signal was being radiated and with the receiving

the total structure (Figure 5). These points included: antenna inside the shielded room. This reading was
the receiver noise level for that frequency. The dif-

* One each at the door and air vent ference between these two readings is essentially the
dynamic measurement range at that frequency. (The

0 N and R both located at tihe center of liori- actual dynamic range is slightly larger since any reading
zontal seams near the noise level consists of the signal plus noise.

None of the readings taken in this study were near the

0 0 and S center of panels noise level and this correction was not applied.)

10
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Table 2

Equipment Used for Shielding Effectiveness Testing of
Foil-Faced Foam Board Room

10 kHz and 100 kHz tests

Wavetek Signal Generator Model 147
EMC-25 Receiver
USA-CERL 12" loop antenna (for transmitting)
Empire LP 105 12" loop antenna (for receiving)

I MHz and 10 MHz tests

Hewlett-Packard Model 8601 Sweeper/Generator
Electronic Navigation Industries Model 310 Power Amplifier
LJ SA-CERL 12" loop antenna (transmitting)
Empire LP 105 12" loop antenna (receiving)
EMC-25 Receiver

100 MHz test

Hewlett-Packard Model 8601 Sweeper/Generator
Electronic Navigation Industries Model 310 Power Amplifier
EMC-25 Receiver
Empire DM-205-TI Dipole Antennas

I GHz test

AilTech Model 445 Power Oscillator with 187 Plug-in
EMC-25 Receiver
Stoddard AT-255/URM-I 7 Dipole Antenna (transmitting)
Empire DM-105-T3 Dipole Antenna (receiving)

2.4 GHz and 10 GHz tests

Wiltron Model 6637 Programmable Sweep Generator
AilTech-Stoddard NM-65T Radio Interference Analyzer/Receiver
S Band and X Band Microwave Horn Antennas

N P

.1

CEIING

~~Figure 5. 1 est P"11n1 1t.tIlliIs for ;ladiatled 0VW silld-

lllng eItectIVlICes IcStinlg ( Itzxk froill 111C JT-

Side, hookng up).



Thle sieldlines' I, IteaSU red it ith tile recei% ill'- Model [)\- I 0-)5 13 was used for receiving. Fite antenna
antmijinideth roni:tie t~tpoint was at the spacing for the reference reading was 6.,8 ft (equal to

center of thre antenna at a1 distance of' 12 in. front thre 0. 6 ft [2 in I outside the room. the wall thickness. and
wAall. Ilhe tranlsmlittingL antenna was located sintilarlv 2 in. inside tlte roomn). The re ference readings were
outs'ide die room opposite tite test point. Figure 0 taken again with no miaterial between tlte antennas.
shto%% s thre test procedure. All set tinigs onf the transmiit- Shielding was measured hy illuminating the test point
tinl equipmlent retnaiiied tile samle as they were for rte with the radiation antenna outside the room at a
reference reading. The onl\ variable between thle ref- distaiice of' 6.56 ft.- The receiving antenna was hield
erence read inc anid the reading for the shielding effec- at a distance of 2 in. fromn the itnterior wall Surface
tlveliesS was thle attenuator Setting onl the receiver, and moved around to search for a miaximium reading.
Thle reading was recorded anid later Subtracted from11 thle
reference reading. This %alue was the measured shield- The wavelength at 100 Mliz is 9.8 ft; therefore.
ing, effectiveness of that test point. .All test points at this frequency, the measurement described prohably
were titeastired Ii sequence- A. second reference reading should be considered to be inl thle near field. The plane
wa s taken after thle ttteasu reitents were completed to wave region begins 3 to 4 wavelengths fromi the
verilt proper equipitmlen t operation aid control antenna . although the geomnetry ot the radiating
setting-s. wavefiin is spherical anid the approximation to a

plane is not as close as it is at miore distant points. A
Dipole Antenna Measurements plane wave is defined as a traveling wave that has a f-ee

D~ipole antennas were used for mteasu remrentis at
100 ' il/i and I (Alz as shown in Figure 7. The anten- 'Sy L. O'Younr. Reuben Goldmian, and Lars Jorpensen,
nas for 100 MHz were Limpire Model DMI-205-T I For "Survey of Techniques for Measuring Shietding Enclosures."
the 1 -GHz tests, a Stoddard Aircraft Radio Co. AT- IPtFF Tranisctionts on 1

:/c cironagpletic Cornparihilhrv, Vol
' 5 LI-l 7 was used for transititting anid an Emipire [%W to. No. t (March 1969), p 72f.

%1

TEST LOCATION

0M -- 2

RECEIVER

SIGNAL GENERATOR S, GrAL GENERATY0

Figure 6. Magnetic field shielding effectiveness test Figure 7. Shielding eff ectiveness test risinig dipole
(100 kif/ and It) Mlt,). antennas (100 Miii and I ("Ili).

12%



space wave impedance of 377 ohms; the name does Shielded Enclosure Leak
not necessarily describe the shape of the advancing Detector System (SELDS) Tests
wavefront accurately. In general, the near field from a The seans on the rooin were scanned using a
monopole or dipole has a wave impedance greater than Singer Model 500 Shielded Enclosure Leak Detec-
377 ohms and is termed an "electric field" whereas tion System (SE LDS also known as a "Sniffer"). This
the near field resulting front a loop will be less than system applies a I-amp. I 00-kHz signal pulsed at a I-
377 ohms and is known as a "magnetic field." The kHz rate to the exterior of tile room to be tested. A
value of the wave impedance is a function of the sensitive hand-held battery operated receiver with a
distance from the antenna up to the location where ferrite probe antenna is used to scan the inside of the
the wave impedance approximates that of free space. room. The receiver has a meter calibrated in decibels.
The I00-MHz measurement was made in the near field The lower this reading, the better the room's shielding
region since a considerable decrease in dynamic performance. The numbers obtained by this technique
measurement range would have accompanied an anten- cannot be related in any simple way to the shielding
na spacing of 30 to 40 ft (3 to 4 wavelengths). The effectiveness numbers obtained by MIL-STD 285
wavelength at 1 GHz is about 1 ft. Thus, at an antenna radiation techniques. A SELDS test does, however,
spacing of 6.56 ft, the signal was well within the plane give a good indication of the shielding performance
wave region. expected from the room under test. If a room per-

forms well with a SELDS test, it will probably do so in
Microwave Measurements a radiated CW test. The SELDS test is especially useful

Microwave shielding effectiveness tests at 2.4 (,z in discovering leaky seams. However, it cannot reliably
and 10 GHz were conducted as shown in Figure 8. show unfiltered wires and some other shielding viola-
The antennas were microwave horns with a spacing of tions. (Unfiltered wires often can be located through a
3.5 ft (3.3 ft outside the shield, I-in. wall thickness radiated CW test using a signal in the 100 to 500 MHz
and 2 in. inside the room). The distances were meas- range.)
ured from the antenna apertures. A reference reading
was taken as described earlier. The interior wall near Values taken from the SELDS test are mapped in
the test point was scanned with the receiving antenna Figure 9.
to locate the maximum reading.

RESULTS AND ANALYSIS

Table 3 lists the results from the radiated shielding
effectiveness tests. Low-frequency magnetic shielding
is provided by distortion of the magnetic flux lines,
which requires a low reluctance path around the shield-
ed volume. Low reluctance paths are best provided by
a continuous material with a high magnetic per.
meability. Thus, limited shielding would be expected
from the aluminum foil for low-frequency magnetic

,% TEST LOCATION fields since the relative magnetic permeability of
alulinun is unity the same as for air and since tile

SIGNAL 1M .0 03 material itself is relatively thin. The data show lower
GENERATOR shielding than was observed at higher frequencies for

RECEIVER the lO-klHz magnetic field tests at all test points.
-. [! lecttic field shielding results mainly from reflection

0" losses and would be considerably higher than the
magnetic field shielding at the same frequencies.

The lowest shielding was measured at the honey-
comb air vent filter, probably due to the way the unit

Figure 8. Microwave shielding effectiveness test (2.4 was installed. The wall consisted of the foam board
and 10 Gllz). glued on the outside of a layer of plywood. The air

13

• ,,. ,, -,,.., ,.% , , .,,



99

72 99 66

98

FLOOR

110 99 78 93 10 0 C~

4110+ 82 55 64 980

110+ -106- N104

11+ 65 55 63 100

10102-104-100-05 -08 93

77 9

110 79 100 57 98---92-96-94 -94 458R ( 104

105 97 T 24
98~ 88 87

05 90 1CEILING 62 1
98 102-96-98-98-9 106

70 0X

105 112 - 108 - 108 - 179

93 78 56 79 88
103 94 100 94 -- 08

VENT

E

N S

w

Figure 9. Readings (in decibels) taken from SELDS test.
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Table 3

Electromagnetic Shielding Tests of Foil-Faced Foam Board Room

Shielding Effectiveness (dB) at Test Location*

Frequency Door Vent N 0 P Q R S T

Magnetic field
loop antennas

10 kHz 27.5 17.5 7.5 22.5 9.5 13.5 8.0 22.5 5.0
100 kHz 42.5 40.5 23 25 22.5 18.5 25.5 46.5 24

1 MHz 60 39 48 66 44 48 45 72 41
10 MHz 73 35 61 77 49 58 67 79 45

Dipole
antennas

100 MHz 60 44 53 53 59 59 61 61 60
1 GHz 62 49 56 58 55 58 59 62 53

Microwave
horn antennas

2.4 GHz 58 59 72 71 69 64 62 63 68
10 GHz 60+ 60+ 60+ 60+ 60+ 60+ 60+ 60+ 60+

SELDS
reading

80 102 105 55 106 98 89 65 100

*N and R = both located at the center of horizontal seams; 0 and S = center of panels; Q = vertical
corner seam; P = corner and horizontal seam; T = bottom corner (three-way corner).

vent was installed in a hole cut in the wall by taping it A threaded portion of the pipe is brought through the
to the foil on the outside of the foam board with the foil-faced foam board with an aluminum washer or
3M aluminum foil tape. The foil on the glued side of plate held in place with a nut. The washer or plate is
the foam board was inaccessible and therefore was not taped to the foil around its periphery. This configura-
taped to the air vent on that side. tion should be used on both sides of the foam board.

The foam board should not be relied upon to support
The SELDS readings were high everywhere in the very much weight; thus, filters and heavy pipes would

room due to the relatively low shielding performance need additional support.
of the aluminum foil at 100 kHz. Readings at the
seams were measurably higher, indicating that the The results showed that the foil-faced foam board
seams were, to a large extent, the limiting factor on structure provides a shielding effectiveness greater than
the observed shielding effectiveness of tltis structure. 35 to 40 dB at frequencies higher than I M~fz. The
Thus. it appears that any increase in shielding per- lower shielding values at 10 kHz and 100 kHz were to
formance for this kind of construction will depend on be expected, given that magnetic field shielding for the
improvements in seam bonding technology, aluminum foil decreases with lower frequency mag-

netic fields.

No electrical filters were used for this structure and
no filter-mounting techniques were tested. In general. The shielding properties of this structure could
good electrical contact should be maintained between decline with physical damage to the metal layer or
any entering conduit or pipe and the shield. For the deterioration of the tape adhesive over time. Physical
aluminum foil structure, any such pipe should be damage can be limited by protecting the foil. Repairs
aluminum to prevent galvanic corrosion. Figure 10 with foil tape would be possible if damage occurs in
shows a technique that should work fairly well for the form of minor cuts. No data were gathered on the
filter-mounting or passing a pipe through the shield. expected lifetime for tile adhesive on the tape used,

15



,illd (it tleren t hiatnd\ it,1 i dS 1 I i IA tC L Ic I i l Cl I'- 4 ' I IIL. I~ III 1 ij.ii c tliet

urikIer an\ gisell crrcrrrrrst.1rces I I ITW' .1111 g I ' li -11

akdI essed. specil icallt, In 011, stiI(% llroskese Ihr si' I. ,'! rt 111.154II*

coIstiiictrlrt Iiietliod~ rim este te I ilIjII,- tile toarn III all ii .11 ll, c rc l I,- 1111riL l Id d !--111 it

' t aJ plets 'ru-Is h(iIl "1T i.LITI aild talprire tile I I IR I I I I d.' ~ s t I'Il.

NeAlliNt "1101ld he reaix adaptable11 to ie11tilt C01L- III IIIIN Ti HIC 1.1ttiijil -'I 'kLL i h .4 I
sltitctl)Ii V %%s collrsttrc tT,)u co.'uld he desr1~ited t' sail1 1110IN HI iI.l11, oT Ii i.I I, iaiI1111

slci tretain IohssI tIr ri-acd d s ITsa!Ta LLT~T i' a'. IN.LLIL

b0.1d, %ttliecicas tits acci' 55 ILa\ he moitre difficurlt fill 3 IleP I 1 0I I lillitill I I I. Ti pe 'A4 LI I I. I I

I e IItrott c 'list tic t ~i n. In soLLLLL cas. SC il LILLT OeSide acr\ Iic pie'sLcrL-ellrsrt. IdhCN1%Cs~r~jllpic %k Is .

iLL.S he accessihle. . A somte\&lhat Io\& ei Iltieldinge et- butt seam ihuit liid bo-th lidl.* Tajied 5 iih Ni I \p
tectis eness kould he esxpected it otn]\ ine side is ,, .v ihroeIlurnIIIIrIi ~iigj
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experitneuttal structure. tile one used] IM fiie test SilicillIC dLsltibc.'I III IJN
reporit. I hie foill face onl one ,ide \Aas peeled hac:k an1d

approximiatels 0.5 in. oft foami and the toil on the op.
posite side were trimmed oft. lire int cirg piece wasI

5 A FOLLOW-UP SEAM TEST prepared in the sanme way except t hat thle 'to frni thle
reverse side of the panel wAas retmoved vtiti thle 0 5 in,
of loamn. Embossed rape (3M Type 126S7 I was used lor

T-ie foil-faced foamn board shielded room had this sample.
been designed with overlap seatus because it seemed
likely that this design Would increase shielding ef- Tire material used for the samples was locally
tectiveniess. H-owever, the process of preparing the procured Owens-Corning [iberglass rigid polyiso-
overlap added greatly to the time and labor necessary cyanurate foil-faced foamn board. Edges iof the samples
toi apply the foamn board. In addition, as discussed in for this test were taped with 3M foil tape to reduce
('hiapt,,r 4, the seams were still a major point of leak- edge effects fromn the two separated surfaces, thereby
age. Therefore, a series of tests was conducted on dif- more nearly simulating anl infinite flat plate oft material.
ferent seamis to determine if any significant shielding
increase is obtained by using tihe overlap seam versus The samples were mounted in turn arid shielding
nine with simpler cotnstruction. effectiveness tests were conducted. Table 4 lists tire

Aluminum Washer or Plate
(Same for both sides of foam board)

r Foil Tape for
Eiectrical Contact

%a

ThreadedAluminum Pipe

Figure 11. 'Seaur test sanmple mnlutted in high-per-
Figure 10. Conduit/pipe entry concept. fornratice shielded structure window.
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results. No significant differences in the shielding mnea- foam panel and tape tie seals is phbahl\ I h!

sured are obvious from these data. i.e., tile tests in- Thus, the installation laht o wst II, thi tc , n,,i ,

dicate no shielding advantage from a complex overlap described in this report is i i he ,idol ,,l c , ! ", '!
seam .Also included in Table 4 for comparison are data Adding material costs',, tie la si g~c,., t1,,tt,

from earlier shielding tests of a sample with no seam approximately S2 sq ft Ii tinstallati, ii, lih ,lir .
tnounted in tile window, of the high-performiance
shielded toon. [ie shielding values fron this sample
piobihkl represent the naxiniuti shielding that caii he
ihtained th the tmaterial tested

CONCLUSIONS AND
Stnie aluntiitiuni os\ide is a nit,ncionductiir. it should 7 RECOMMENDATIONS

he ad%.i1ti tjetL1s to produce seams Aithout this laer

Ihkeser. an oxide laser forms altmost uinediatelk

up01t ep,,sure of aluniUn to the attluosphiere Nine .\ cittniercial fiil-faced foan, board has been
of1 the sCams i this stud, \kere speciall' prepaied o iest igated tor electromagnef', shielding et.encise-

ceatied to reMioe the sutrace oxide las ei llus area ness I his material is a potential low-cost alternative
(reduciioIi oi elmination of the skurace oxide t,'i io conmentional shielding for some applications.
seams) is the ,.ost likely candidate for improvimg the
shielding perornmance of this kind of construction. lhe data indicate that it is possible to obtain shield-

ing eff ectiveness greater than 35 to 40 dB at fre-
quencies higher than I MlIz using the inexpensive foil-
faced foam board construction with taped, overlapped

6 COST ANALYSIS seams. Lower shielding values were noted at 10 kHz
and 100 kttz. but this result was expected since the
maximum magnetic field shielding possible from the

Costs related directly to the shielding materials aluminum foil material decreases with a decrease in 0

include the foil-faced foam board, the special tape, frequency
and the glue used to mount the foam board. Prices
quoted in Central Illinois during October 1985 were: Tile measured shielding effectiveness values for the

room were considerably less than the theoretical

" Foil-faced foam board, 0.5 in. thick, 4 ft by 8 ft maximum for the foil itself. Analysis of the data
= S7. showed that the lower values were due mainly to the

seam-joining and hardware-mounting methods (partic-
" Aluminum tape. 3M Type 1170, 2 in. wide by ularly that for the air vent).

18 yd long = S54.48 per roll or 12 rolls at
S51.88 each (about Slift). Approximately 24 ft No significant differences were noted in the tests
of tape are required for each sheet of foam board comparing different tapes and seam-joining techniques.
(both sides of each seam). Thus, there is no apparent advantage to using overlap

seams.
" Glue = less than SI/sheet.

Although this study umd not address the shielding
* Total material cost = about S32/sheet (32 sq ft). retrofit potential for this material, the method of

or approximately S I/sq ft. installation should be readily adaptable for retrofitting.

Material costs may be a minor portion of total in- It is recommended that the Army consider foil-
stallation costs if extensive labor is required for instal- faced foam board construction as an option for low-
lation. The labor cost for installing the shield materials performance (40 to 50 dB maximum) shielding require-
on this structure was relatively high due to the time ments for the following reasons:
spent preparing the foam board for the overlap seams
(removing 0.5 in. of foam from beneath the foil). 1. The foil-faced foam board is a readily available
Since later tests showed that the foil overlap did not commercial product.
appear to improve shielding performance greatly, this
step could be deleted for a considerable labor cost 2. The assembly and repair of a shielded structure
savings. The time required to install an 8 ft by 4 ft using this technology is simple and straightforward.

17



Table 4

Shielding Effectiveness of Various Foil-Faced Foam Board Test Samples

Shielding Effectiveness by Sample (dB)*

1-requency 1 2 3 4 N**

Magnetic field
- coakial 12 in. loop antennas

1) ktlz 18 II 9 54 7.5
150 kHz 34 30 31 56 23***
200 kHz 36 34 30 - -

500 kHz 46 42 41 -

800 kHz 52 52 49 - -

I MHz 54 53 50 68 48

2 MHz 64 60 60

5 MHz 71 70 70 79

10 MHz 80 76 72 - 61

Electric field
-vertical monopoles

150 kHz 132 136 134 125+

200 kHz 130 125 122 124

500kHz 126 125 119 -- -

1 MHz 140 116 115 134+

2 MHz 117 107 105 --

5 MHz 103 98 89 -

10 MHz 96 99 92 104

15 MHz 118 85 101 91

18 MHz 112 102 85 113

- 20 MHz 107 91 78 110

50 MHz 87 50 56 96

100MHz 92 81 72 - 53
(dipole)

200MHz 100 96 103,

300 MHz 106 102 106 47
* 400 MHz 94 59 65 42

500 MHz 82 90+ 84 64

Conic antennas

300 MHz - 109 104
400 MHz - 89 89

500 MHz - 105 120

800 MHz 104+ - 106

1000 MHz 102+ 104 56
(dipole)

Microwave
-horn antennas

2 GHz 55 53+ 59

2.5 GHz 83 82 87 72

3 GHz 83 82 87

4GHz 83 81 86
5 GHz 66 75 70 59

6 GHz 64 73 78

8 GHz 75 70 75
10 GHz 65 62 65 60+ 6fill

*Sample I - butt seam, 3M Type 1170 tape: 2 = butt seam. 3M Type 1261 tipv,. I 'it-Tj,1 wjll,

3M Type 1267 tape: 4 = 4 ft 6 in. by 2 ft 6 in. sheet stith no scam.

*Point N on test structure horizontal seam.

***At 100 kHz.
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3. The total cost for the installed shielding is low It should be noted that this structure was construc-
(about $2/sq ft). ted in the laboratory under fairly close supervision. As

with conventional shielded construction, quality con-
4. The material is already used for much construc- trol would be a serious consideration for any field

tion. application of this technology.
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